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OISTRIBUTION TRANSFORMER

ERDA sample code number: ERDA-00229815
(NON-SEALED TYPE)

Manufacturer serial number: RPTPL/315KVA/2017

Make: RAJASTHAN POWERGEN 18/001

TRANSFORMER PVT. LTD. Year of manufacture: 2017

Rating: 315 kVA Enclosed drawing 1) RPTPL/315KVA/003
11000 / 433 Volts numbers: 2) RPTPL/315KVA/002

16.53 / 420.02 Amp.

Vector Group: Dynl11

Energy efficiency level: 2

Further details as per sheet No. 2.

TEST REPORT SHEET No. 1 of 11

NAME & ADDRESS OF CUSTOMER REPORT NO.: RP-1718-051918
Rajasthan Powergen Transformer Pvt. | DATE : 19 Jan 2018
Ltd. . CUSTOMER REF NO. DATE
E::zra No. 911-914, Karola-Bhinmal NP/ERDA/TT/39/2017-18 29 Nov 2017
Sarrhite - BASGET DATE OF SAMPLE RECEIPT DATE OF
R] TESTING

05 Dec 2017 28 Dec 2017 to

06 Jan 2018

SAMPLE DESCRIPTION SAMPLE IDENTIFICATION

TEST DETAILS TEST SPECIFICATION
As per sheet 3. As per sheet 3.

TEST RESULTS: As per sheets from 4 to 9

ENCLOSURE: Photographs of test sample - As per sheets from 10 to 11

REMARKS: 1) The transformer conforms to the guaranteed requirement as per above
mentioned test specification for above mentioned test nos. 1, 3, 5, 6, 7, 8.
2) Criteria limit has not been specified for test nos. 2, 4, 9

PREPARED BY CI@CKED BY APPROUVED BY

(Kapil J. Sharma)

NOTE: 1. This repart relates only to the particular sample received for testing in good condition at ERDA, Vadodara.
2. This report cannot be reproduced in part under any circumstances.

3. Publication of this report requires prior permission in writting from Director, ERDA.

4. Only the tests asked for by the customer have been carried out.

Caution: ERDA is not responsible for the authenticity of photocopied or reproduced test reports.
ERDA provides support ta consumers for verification of the authenticity of test reports issued by ERDA.

5. In case of any dispute, Vadodara will be the exclusive jurisdiction & shall be construed as where the cause has arised.
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SHEET No. 4

REPORT NO.: RP-1718-051918 Date: 19 Jan 2018
TECHNICAL SPECIFICATIONS OF TEST OBJECT ASSIGNED BY CUSTOMER

1 |Name of manufacturer RAJASTHAN POWERGEN TRANSFORMER
PVT. LTD.

2 |Serial No. RPTPL/315KVA/2017-18/001

3 |kVA rating 315

4 |Rated voltage H.V. (Volts) 11000

5 |Rated voltage L.V. (Volts) 433

6 |Rated current H.V. (Amp.) 16.53

7 |Rated current L.V. (Amp.) 420.02

8 |Number of phases 3

9 |Energy efficiency level 2

10 [Vector group Dynl1l

11 |Winding material Copper

12 [Type of cooling ONAN

13 |Frequency (Hz.) 50

14 |Guaranteed percentage impedance(%) 4.5

15 |Total losses at 50% load (Watts) 1025

16 |Total losses at 100% load (Watts) 3100

17 |Guaranteed temperature rise of 40°C /45°C

oil/winding

18 |Year of manufacture 2017

19 |Standard No. IS: 1180 PART 1-2014 WITH AMENDMENT
NO. 1 & 2, as per customer’ s requirement,
CBIP manual, IS 2026
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REPORT NO.: RP-1718-051918 Date: 19 Jan 2018
Sr. No. TEST DETAILS TEST SPECIFICATION
No load current at 112.5 percent voltage: |As per cl.no.21.4.c of IS: 1180 PART 1-2014
2 Measurement of unbalance current As per customer’ s requirement
3 Magnetic balance test As per CBIP manual; Publication no.317 -
2013
4 Measurement of zero-sequence impedance|As per customer’ s requirement testing

(s) on three-phase transformers

procedure followed as per cl.no.10.7. of IS:
2026 PART 1-2011

No-load current

5 Temperature-rise test As per customer’s requirement testing
procedure followed as per cl.no.21.3.b of IS:
1180 PART 1-2014

6 Oil leakage test As per cl.no.21.2.j of IS: 1180 PART 1-2014

7 Pressure test (routine test) As per cl.no.21.2.h of IS: 1180 PART 1-2014

8 Pressure test (type test) As per cl.no.21.3.d of IS: 1180 PART 1-2014

9 Measurement of the Harmonics of the

As per customer’ s requirement testing
procedure followed as per cl.no.10.6. of IS:
2026 (PART 1)-2011
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