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SAMPLE DESCRIPTION : SAMPLE IDENTIFICATION :
e DISTRIBUTION TRANSFORMER
RATING : 100 kVA SR. NO. : RPTPL/EXPT/100/01
RATED VOLTS : 33000/400V
RATED CURRENT : 1.75/144.34 A YEAR OF MFG. : 2020
NO. OF PHASE ; 03
TYPE OF COOLING : ONAN MFG. BY: M/s. Rajasthan Powergen
FREQUENCY : 50Hz Transformer Pvt. Ltd.
% IMPEDANCE : 4.5%
VECTOR GROUP : Dynl1 ERDA SAMPLE CODE No.: ERDA-00378229
B.I.L. : H. V. : 70 kVrms / 170 kVp
LV : 3 kVrms / ---
TEST DETAIL : TEST SPECIFICATION :
Lightning Impulse Test with Chopped As per IEC : 60076-(Part-1I1)-2018,Cl. No. 13.3

on the Tail on all the three phases
of HV Terminals at 170 kVp.

7 |ENCLOSURE :
DRG. NO.: 1) RPTPL/CUS/02 NP Rev.: 00
2) RPTPL/CUS/06 OGA Rev.: 01

REMARKS : From the observation of enclosed oscillographic records, it is
concluded that the transformer Conforms to the requirements of the above
mentioned standard with respect to the test carried out. P ]
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Note : 1. This report relates only to the particular sample received in good condition for testing at ERDA,Vadodara.

2. This report cannot be reproduced in part under any circumstances.

. Publication of this report requires prior permission in writing from Director, ERDA.

. Only the tests asked for by the customer have been carried out.

. In case of any dispute, Vadodara will be the exclusive jurisdiction & shall be constructed as where the
cause has arised

Caution: ERDA is not responsible for the authenticity of photocopied or reproduced test reports.

ERDA provides support to customers for verification of the authenticity of test reports issued by ERDA.
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DATE
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| Waveform | Comment Ut / kVp |TL/ps [T2/ps [Tc/ps |
iU PHASE
1 LI RW -99.034 1.320 47.379
2 100% LI FW -172.425 1.319 47.443
3 LI CFW -188.488 1.321 3.136
o LI CFw -189.651 1.316 3.181
5 100% LI FW -166.203 1.316 47.481
6 100% LI FW -171.223 1.318 47.432
1V PHASE
7 LI RW -100.786 1.3%11 47.426
8 100% LI FW -169.712 1.323 47.500
9 LI CFW -189.050 1.347 3.354
10 LI CFW -188.626 1.324 3.281
11 100% LI FW -170.083 1:320 47.535
12 100% LI FW -169.947 1.315 47.569
~ 1W PHASE
13 LI RW -100.771 1.305 47.523
14 100% LI FW -168.286 1.318 47.455
15 LI CFW -189.846 1.319 3.149
16 LI CFW -190.137 1.324 3.176
17 100% LI FW -169.942 1.315 47.601
18 100% LI FW -167.321 1.311 47.566
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